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EP101

ELEC SITE PLAN KEYNOTES

A. SEE DISTRIBUTION DIAGRAM ON SHEET 5-E-601 FOR NEW FEEDER SIZES.

B. CONCRETE INCASE ONE - 4" C. AND ONE - 2" C.

C. EXISTING UNDERGROUND POWER TO BE MAINTAINED. INSTALL NEW UNDERGROUND
POWER TO AVOID EXISTING WITHOUT ADJUSTMENT OF EXISTING.

D. REMOVE AND REPLACE CONCRETE SIDEWALK AS NECESSARY FOR POWER
INSTALLATION. REPLACED SIDEWALK SHALL MATCH EXISTING SECTION.

E. REMOVE AND REPLACE CONCRETE CURB AND GUTTER AS NECESSARY FOR POWER
INSTALLATION. REPLACED CURB AND GUTTER SHALL MATCH EXISTING SECTION.

F. NEW UNDERGROUND POWER, CONDUIT, AND CONCRETE DUCTBANK. SEE DETAIL
9D/5-EP101.

G. REMOVE AND REPLACE CONCRETE PAVEMENT AS NECESSARY FOR POWER
INSTALLATION. REPLACED CONCRETE SHALL MATCH EXISTING SECTION.

ELEC POWER PLAN KEYNOTES

1. FEEDER ROUTING, SEE 6F/5-EP101 FOR CONTINUATION.

2. 400A/3P ENCLOSED CIRCUIT BREAKER, SEE DISTRIBUTION RISER DIAGRAM ON SHEET 5-E-601.

3.  WALL MOUNT TRANSFORMER ABOVE TRANSFORMER BELOW.

4. NEW TRANSFORMER AND PAD, SET TOP SURFACE 4" ABOVE TOP OF SIDEWALK ELEVATION.

5. NEW BOLLARD, SEE DETAIL THIS SHEET.

6. REMOVE AND REPLACE CONCRETE CURB AND GUTTER AS NECESSARY FOR POWER INSTALLATION.
REPLACED CURB AND GUTTER SHALL MATCH EXISTING SECTION.

7. REMOVE AND REPLACE CONCRETE PAVEMENT AS NECESSARY FOR POWER INSTALLATION. REPLACED
CONCRETE SHALL MATCH EXISTING SECTION.

8. EXISTING UNDERGROUND POWER TO BE MAINTAINED. INSTALL NEW UNDERGROUND POWER TO AVOID
EXISTING WITHOUT ADJUSTMENT OF EXISTING.

9. NEW UNDERGROUND POWER, CONDUIT AND CONCRETE DUCTBANK.

10. CORE DRILL EXISTING FOUNDATION WALL FOR NEW CONCRETE DUCTBANK.

11. REMOVE AND REPLACE INTERIOR CONCRETE SLAB AS NECESSARY FOR POWER INSTALLATION.
REPLACED CONCRETE SLAB SHALL MATCH EXISTING SECTION.

12. REMOVE AND REPLACE CONCRETE SIDEWALK AS NECESSARY FOR POWER INSTALLATION. REPLACED
SIDEWALK SHALL MATCH EXISTING SECTION.

13. UNDER ALTERNATE #1, PROVIDE 120V CRITICAL POWER CONNECTION TO PNEUMATIC TUBE SYSTEM.
CIRCUIT TO NEAREST CRITICAL POWER CIRCUIT WITH SPARE CAPACITY.

14. UNDER ALTERNATE #1 - PROVIDE A 30A/3P HEAVY DUTY NON-FUSED DISCONENCT SWITCH AND 480V
ELECTRICAL CONNECTION TO PNEUMATIC TUBE SYSTEM BLOWER. COORDINATE EXACT LOCATION WITH
SYSTEM SUPPLIER.

15. UNDER ALTERNATE #1 - PROVIDE A 30A/2P HEAVY DUTY NON-FUSED DISCONNECT SWITCH AND 120V
ELECTRICAL CONNECTION TO PNEUMATIC TUBE SYSTEM TRANSFER UNIT. COORDINATE EXACT
LOCATION WITH SYSTEM SUPPLIER.

16. STARTERS FOR ROOF MOUNTED EXHAUST FANS 5-EF-36, 5-EF-37, 5-EF-38. COORDINATE EXACT
LOCATION WITH DIV. 22 CONTRACTOR PRIOR TO ROUGH-IN.

TYPICAL FEEDER ROUTING TO ROOM #
126B, REMOVE AND REINSTALL CEILING
SYSTEM AS REQUIRED TO FACILITATE
INSTALLATION OF FEEDERS. COORDINATE
ACTUAL ROUTING ON SITE WITH VA
STAFF PRIOR TO INSTALLATION

UP TO RM 126B
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1ST FLOOR POWER PLAN
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EXISTING MAIN ELECTRICAL ROOM

No Scale9E
DUCT BANK DETAIL
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GROUND FLOOR - Existing Elec Floor Plan
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